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Energy Appendix Table 1:  Electrical Use Projections – No Action (GMPA 2000) 
      

Land Use (a) 
Area 

(sf) (b) 
Energy Factor 
(kWh/sf/yr) (c) 

Demand Factor 
(watts/sf) (d) 

 

Total Electricity 
Use 

(kWh/yr) (e) 
Max Demand 

(kW) (f) 
Office    1,657,376 12.84 6.20 23,408,779 2,569
Retail     

   
   

     
    

   
     

   
   

     

155,011 13.84 4.80 2,359,887 186
Industrial/Warehouse 496,039 6.04 2.01 3,295,683 249
Infrastructure 82,604 6.04 2.01 548,821 43
Lodging 362,040 10.87 4.30 4,328,912 389
Conference 175,424 12.70 4.30 2,450,673 189
Cultural/Educational 576,984 6.82 6.20 4,328,534 894
Military 69,949 6.04 6.30 464,741 110
Recreational 110,871 12.00 6.20 1,463,497 172
Residential 1,323,656 3.54 5.00 5,154,317 1,655
Totals 5,009,954  47,803,845 6,456
Source:  Henwood Energy; Presidio Trust; Bay Area Economics, 2001. 
 
Notes: 
 
(a) At buildout. 
(b) The LDAC project will be served directly from PG&E (includes 900,000 SF of office space). 
(c) From Henwood Energy 12/2000 based on PG&E load study data. 
(d) From Henwood Energy 12/2000 based on R.S. Means electrical estimating data. 
(e) Utilizing a system loss factor of: 10% per Henwood Energy 2000. 
(f) Utilizing a coincidence factor of: 25% per Henwood Energy 2000. 
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Energy Appendix Table 2: Electrical Use Projections –Final Plan Alternative 

Land Use (a) 

Area 
(sf)  
(b) 

Energy Factor  
(kWh/sf/yr) (c) 

Demand Factor 
(watts/sf) (d) 

Total Electricity 
Use (kWh/yr) (e) 

Max Demand 
(kW) (f) 

Office    1,815,975 12.84 6.20 25,648,831 2,815
Retail     

    
   

    
   

   
     

   
   

    

186,123 13.84 4.80 2,833,537 223
Industrial/Warehouse 165,237 6.04 2.10 1,097,835 83
Infrastructure 74,754 6.04 2.10 496,666 39
Lodging 211,990 10.87 4.30 2,534,764 228
Conference 49,355 12.70 4.30 689,489 53
Cultural/Educational 921,271 6.82 6.20 6,911,375 1,428
Military 53,965 6.04 6.30 358,543 85
Recreational 153,797 12.00 6.20 2,030,120 238
Residential 1,962,559 3.54 5.00

 
 7,642,205 2,453

Totals 5,595,026  50,243,365 7,646
Source: Henwood Energy; Presidio Trust; Bay Area Economics, 2001. 
 
Notes: 
 
(a)  At buildout. 
(b)  The LDAC project will be served directly from PG&E (includes 900,000 SF of office space). 
(c) From Henwood Energy 12/2000 based on PG&E load study data. 
(d) From Henwood Energy 12/2000 based on R.S. Means electrical estimating data. 
(e) Utilizing a system loss factor of:  10% per Henwood Energy 2000. 
(f) Utilizing a coincidence factor of:  25% per Henwood Energy 2000. 
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Energy Appendix Table 3: Electrical Use Projections –Final Plan Variant 
      

Land Use (a) 

Area 
(sf)  
(b) 

Energy Factor  
(kWh/sf/yr) (c) 

Demand Factor 
(watts/sf) (d) 

Total Electricity 
Use (kWh/yr) (e) 

Max Demand 
(kW) (f) 

Office    1,898,987 12.84 6.20 26,821,292 2,943
Retail      

    
   

    
   

   
     

   
   

    

91,154 13.84 4.80 1,387,728 109
Industrial/Warehouse 102,708 6.04 2.01 682,392 52
Infrastructure 97,034 6.04 2.10 644,694 51
Lodging 127,435 10.87 4.30 1,534,740 137
Conference 64,245 12.70 4.30 897,503 69
Cultural/Educational 654,932 6.82 6.20 4,913,300 1,015
Military 50,219 6.04 6.30 333,655 79
Recreational 161,456 12.00 6.20 2,131,219 250
Residential 1,487,013 3.54 5.00

 
 5,790,429 1,859

Totals 4,735,183  45,125,952 6,565
Source: Henwood Energy; Presidio Trust; Bay Area Economics, 2001. 
 
Notes: 
 
(a)  At buildout. 
(b)  The LDAC project will be served directly from PG&E (includes 900,000 SF of office space). 
(c) From Henwood Energy 12/2000 based on PG&E load study data. 
(d) From Henwood Energy 12/2000 based on R.S. Means electrical estimating data. 
(e) Utilizing a system loss factor of:  10% per Henwood Energy 2000. 
(f) Utilizing a coincidence factor of:  25% per Henwood Energy 2000. 

+ 
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Energy Appendix Table 4: Electrical Use Projections - Resource Consolidation Alternative 
 

Land Use (a) 
Area 

(sf) (b) 
Energy Factor 
(kWh/sf/yr) (c) 

Demand Factor 
(watts/sf) (d) 

 

Total Electricity 
Use (kWh/yr) (e) 

Max Demand 
(kW) (f) 

Office    2,439,052 12.84 6.20 34,449,170 3,781
Retail      

  
    

     
    

  
      

    
    

     

188,383 13.84 4.80 2,867,943 226
Industrial/Warehouse 130,795 6.04 2.01 869,002 66
Infrastructure 49,982 6.04 2.10 332,080 26
Lodging 174,521 10.87 4.30 2,086,748 188
Conference 138,355 12.70 4.30 1,932,819 149
Cultural/Educational 690,622 6.82 6.20 5,181,046 1,070
Military 52,636 6.04 6.30 349,714 83
Recreational 115,782 12.00 6.20 1,528,322 179
Residential 1,315,473 3.54 5.00 5,122,452 1,644
Totals 5,295,601 54,719,297 7,412 
Source: Henwood Energy; Presidio Trust; Bay Area Economics, 2001. 
Notes: 
(a) At buildout. 
(b)  The LDAC project will be served directly from PG&E (includes 900,000 SF of office space). 
(c) From Henwood Energy 12/2000 based on PG&E load study data. 
(d) From Henwood Energy 12/2000 based on R.S. Means electrical estimating data. 
(e) Utilizing a system loss factor of:  10% per Henwood Energy 2000. 
(f) Utilizing a coincidence factor of:  25% per Henwood Energy 2000. 
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Energy Appendix Table 5: Electrical Use Projections - Sustainable Community Alternative 
      

Land Use (a) 
Area 

(sf) (b) 
Energy Factor 
(kWh/sf/yr) (c) 

 

Demand Factor 
(watts/sf) (d) 

Total Electricity 
Use (kWh/yr) (e) 

Max Demand 
(kW) (f) 

Office   1,980,337 12.84 6.20 27,970,280 3,070
Retail    

    
   

    
   

   
    

   
   

    

264,282 13.84 4.80 4,023,429 317
Industrial/Warehouse 81,936 6.04 2.10 544,383 41
Infrastructure 53,511 6.04 2.10 355,527 28
Lodging 174,521 10.87 4.30 2,086,748 188
Conference 118,170 12.70 4.30 1,650,835 127
Cultural/Educational 844,032 6.82 6.20 6,331,928 1,308
Military 52,636 6.04 6.30 349,714 83
Recreational 209,185 12.00 6.20 2,761,242 324
Residential 1,908,146 3.54 5.00 7,430,321 2,385
Totals 5,686,756 53,504,405 7,871
Source: Henwood Energy; Presidio Trust; Bay Area Economics, 2001. 
Notes: 
(a) At buildout. 
(b) The LDAC project will be served directly from PG&E (includes 900,000 SF of office space). 
(c) From Henwood Energy 12/2000 based on PG&E load study data. 
(d) From Henwood Energy 12/2000 based on R.S. Means electrical estimating data. 
(e) Utilizing a system loss factor of:  10% per Henwood Energy 2000. 
(f) Utilizing a coincidence factor of:  25% per Henwood Energy 2000. 
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Energy Appendix Table 6:  Electrical Use Projections - Cultural Destination Alternative 
      

 
Land Use (a) 

Area 
(sf) (b) 

Energy Factor 
(kWh/sf/yr) (c) 

 

Demand 
Factor 

(watts/sf) (d) 
 

Total Electricity 
Use 

(kWh/yr) (e) 

Max 
Demand 
(kW) (f) 

Office   2,046,176 12.84 6.20 28,900,190 3,172
Retail     

   
   

     
   

   
     

   
   

     

203,691 13.84
 

4.80 3,100,992 244
Industrial/Warehouse 133,799 6.04 2.10 888,961 67
Infrastructure 53,511 6.04 2.10 355,527 28
Lodging 341,635 10.87 4.30 4,084,930 367
Conference 109,355 12.70 4.30 1,527,689 118
Cultural/Educational 955,443 6.82 6.20 7,167,733 1,481
Military 53,965 6.04 6.30 358,543 85
Recreational 171,562 12.00 6.20 2,264,618 266
Residential 1,892,907 3.54 5.00 7,370,980 2,366
Totals 5,962,044  56,020,163 8.194
Source:  Henwood Energy; Presidio Trust; Bay Area Economics, 2001. 
Notes: 
(a) At buildout. 
(b) The LDAC project will be served directly from PG&E (includes 900,000 SF of office space). 
(c) From Henwood Energy 12/2000 based on PG&E load study data. 
(d) From Henwood Energy 12/2000 based on R.S. Means electrical estimating data. 
(e) Utilizing a system loss factor of: 10% per Henwood Energy 2000. 
(f) Utilizing a coincidence factor of: 25% per Henwood Energy 2000. 
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Energy Appendix Table 7: Electrical Use Projections - Minimum Management Alternative 
      

Land Use (a) 
Area 

(sf) (b) 
Energy Factor 
(kWh/sf/yr) (c) 

 

Demand Factor 
(watts/sf) (d) 

Total Electricity 
Use (kWh/yr) (e) 

Max Demand 
(kW) (f) 

Office   2,413,101 12.84 6.20 34,082,639 3,740
Retail    

    
   

     
    

   
    

   
      

    

257,362 13.84 4.80 3,918,079 309
Industrial/Warehouse 465,031 6.04 2.01 3,089,666 234
Infrastructure 58,422  2.10 388,156 31
Lodging 0 10.87 4.30 0 0
Conference 24,115 12.70 4.30 336,887 26
Cultural/Educational 139,032 6.82 6.20 1,043,018 215
Military 69,949 6.04 6.30 464,741 110
Recreational 103,147 12.00 6.20 1,361,540 160
Residential 2,431,873 3.54 5.00

 
9,469,713 3,040

Totals 5,962,032  54,154,439 7,865
Source: Henwood Energy; Presidio Trust; Bay Area Economics, 2001. 
 
Notes: 
 
(a)  At buildout. 
(b) The LDAC project will be served directly from PG&E (includes 900,000 SF of office space). 
(c) From Henwood Energy 12/2000 based on PG&E load study data. 
(d) From Henwood Energy 12/2000 based on R.S. Means electrical estimating data. 
(e) Utilizing a system loss factor of:  10% per Henwood Energy 2000. 
(f)  Utilizing a coincidence factor of:  25% per Henwood Energy 2000. 
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